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NEXT ASS'Y: FINAL ASS'Y:
\
PANELBOARD, FLUSH-MOUNT AT 66" AFF TO TOP, DOOR ON CORRIDOR H
SIDE. PROVIDE 10 —3/4” SPARE CONDUITS INTO LAB SPACE IN
ADDITION TO THOSE REQUIRED TO REQUIRED TO FEED SURFACE
RACEWAYS AND HOODS.
NOOZ | SURFACE-MOUNTED RACEWAY. WIREMOLD G6000, OR APPROVED EQUAL.
| \ CONNECT TO PANEL WITH 3/4" CONDUIT.
| 5 'NOO3| ALL 120V RECEPTACLES IN LABS SHALL BE 20A AND FED FROM
\ _— GFCI BREAKER IN LOCAL LAB PANEL.
\ | 7 NOO4 | RECEPTACLE, 20A, 208V, 1 PH, GROUNDING TYPE NEMA 6-20.
\ \ \ o TYP IN LABS ONLY.
- NOO5 | OVERHEAD FEEDER CONDUIT. SEE ONE-LINE DIAGRAM FOR SIZE.
e MAINTAN MIN. CLEARANCE IN WET LABS OF 10° AFF AND 9'~6" AFF
\ \ . X - IN DRY LABS.
NOO6 |  PANEL CN—2PP3—2 SHALL FEED RECEPTACLES IN RMS 3-6-20 TO
\ \ \ /( [oos | 3-6-30, 3-6-40 TO 3-6-47 AND CORRIDORS. ALL OTHER RECEPTACLES
' \ \ 7 b HOMERUN TO CN-2PP3-10.
\ \ \ \ 7 \ NOO7 | PROVIDE 120V TO EXH HOOD IN LAB FROM LOCAL LAB PANEL.
\ -~
\ ' o Y NOO8 | PROVIDE 120V TO DOOR HOLDERS FROM NEAREST CORRIDOR RECEPT.
\ \ \ )i PROVIDE CONTACTOR CONTROLLED BY FACP TO RELEASE DOOR
\ \ \ - UPON FA SIGNAL
\ \ - ' PROVIDE 120V TO DOOR CARD READER FROM CN—-2PP3-1 CKT
\ // \ SEE DETAILS 10, 11 AND 12 OF SHEET E8.11.42.
\ \ \ \ / \ G
| \ \ < \
\ ////
\ ‘\ \ \ \( g \\ \ / /4°C, 2-#8, #10 GND FROM PB IN TEL CLOSET 2-6-33.
| / \
@ \ \ \ 7 . . . __~—[[N011] PROVIDE IN CONFERENCE ROOMS CEILING MOUNTED 120V RECEPTACLE
/\( - FOR VIDEO PROJECTOR. ALSO PROVIDE CONDUIT AND HINGED COVER
\ \ \\ \ _— \ \ \ e JB'S IN CEILING AND WALLS FOR FUTURE INSTALLATION OF AUDIO/VIDEO
\ \ \ — \ \ _— CABLING. SEE DET 8/E8.11.43.
\ NO121 SERVE FLOOR OUTLETS IN OPEN OFC VIA CONDUIT BELOW

SLAB. DROP DOWN FROM NEARBY FULL HEIGHT WALL.

PROVIDE 120V FROM EMERG PANEL CN—2EPPC-2, CKT#34, IN
COMPUTER ROOM 2-6-61, TO RECEPT TO SERVE PAGING
SYSTEM RACK. 3/4°C, 2410, #10 GND. ONE CKT TO SERVE
4 RECEPTS, ONE IN EACH TEL CLOSET.

IN TOILETS, PROVIDE +20V, 20A RECEPTACLE UNDER EACH SINK, 12

BELOW COUNTER; FOR USE WITH FAUCET MOTION DETECTOR. OBTAN
POWER FROM GFI RECEPT ABOVE COUNTER. COORDINATE INSTALLATION
WITH_GTHER TRADES.

INSTALL FLOOR RECEPTS IN OPEN OFFICE 3-6—-30 AS DIMENSIONED F
ON SHT. E4.B1.66.
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